1. Keep wires as straight and short as possible.
2. Round wires rather than bending at a hard 90-degree angle.
3. Do not cross or overlap protected wires (those after the SPD, either AC or DC wires).
4. Only one external SPD required per pole, regardless of the number of fixture heads on the pole.
5. See Details 26 56 00 01-04 for additional light pole and pole base requirements.

**General Notes**

1. LED fixture with fused driver and internal SPD.
2. Circuit external LED fixture SPD as shown. Make parallel connection into circuit. See enlarged detail, this sheet. Size conductors to SPD matched to circuit conductor sizes. Provide with end of life (EOL) LED indicator. SPD shall be LittleFuse LSP10GI series or equal. Install device so EOL LED faces towards handhole.
3. Co-locate external SPD within light fixture housing if acceptable to fixture manufacturer. Otherwise install within pole immediately adjacent to fixture mounting location as shown on detail.
4. Finger safe fuse holder at base of light pole accessible from base handhole. SEC Connector Company 1791 series or equal. Provide with Class CC fast-acting fuse sized per selected fixture load requirement.
5. Source panel per plans.