PIPE OR CONDUIT

INSULATION-AS APPLICABLE

PIPE SLEEVE
- SCHEDULE 40 STEEL
- CAST-IN-PLACE OR AFFIXED WITH NON-SHRINK GROUT

CONCRETE FLOOR STRUCTURE

**PIPING FLOOR PENETRATION NOTES**

1. EXTEND SLEEVE ABOVE FLOOR AS SHOWN TO PREVENT LEAKAGE OF SPILLED FLUID.
2. PROVIDE FIRE STOPPING AS REQUIRED BY CODE.
3. FIRE STOPPING NOT SHOWN.