1. Extend sleeve above floor as shown to prevent leakage of spilled fluid.
2. Provide fire stopping as required by code.
3. Fire stopping not shown.

PIPING FLOOR PENETRATION NOTES

PIPE OR CONDUIT

INSULATION - AS APPLICABLE

PIPE SLEEVE
- Schedule 40 steel
- Cast-in-place or affixed with non-shrink grout

CONCRETE FLOOR STRUCTURE

PIPING FLOOR PENETRATION DETAIL

A1.01

SCALE: NO SCALE

Detail Title: PIPING FLOOR PENETRATION DETAIL
Detail No.: 23 05 29 - 01
Scale: N.T.S.
Date: April 2020
Facilities Planning & Construction
Standard Detail