1. Maximum flex duct length shall be as follows: 36" to diffuser.
2. Flex ducts shall be attached with stainless steel worm gear drive drawbands. Use mastic to cover exposed fiberglass insulation.
3. Unless otherwise noted, all ductwork shall be wrapped with insulation as specified. Duct liner in lieu of duct wrap is not acceptable.
4. Minimum length of straight duct upstream shall be 18" or five (5) duct diameters, whichever is greater. Straight duct shall be same size as air terminal unit inlet.
5. Reheat coil valve must be installed with 18" of actuator and velocity controller.
6. Air terminal unit and valving to be installed in such manner so as to allow for unobstructed access from ceiling tile or access door.

**KEY NOTES**

- **1.** Maximum flex duct length shall be as follows: 36" to diffuser.
- **2.** Flex ducts shall be attached with stainless steel worm gear drive drawbands. Use mastic to cover exposed fiberglass insulation.
- **3.** Unless otherwise noted, all ductwork shall be wrapped with insulation as specified. Duct liner in lieu of duct wrap is not acceptable.
- **4.** Minimum length of straight duct upstream shall be 18" or five (5) duct diameters, whichever is greater. Straight duct shall be same size as air terminal unit inlet.
- **5.** Reheat coil valve must be installed with 18" of actuator and velocity controller.
- **6.** Air terminal unit and valving to be installed in such manner so as to allow for unobstructed access from ceiling tile or access door.

**SINGLE DUCT AIR TERMINAL UNIT AND CEILING DIFFUSER**

**Detail Title:** SINGLE DUCT AIR TERMINAL UNIT AND CEILING DIFFUSER

**Detail No.:** 23 31 13 - 03

**Scale:** N.T.S.

**Date:** July 2019

**Facilities Planning & Construction**

**Standard Detail**