GENERAL NOTES
1. STEAM METER TO BE INSTALLED A MINIMUM OF 36” ABOVE FINISHED FLOOR. STEAM METER TO BE INSTALLED NEAR WALL OR IN AN AREA WITH 24” X 24” CLEARANCE OF SPACE BELOW IT TO MOUNT A RACK FOR PROCESS CONTROLS.

2. METER MAY BE INSTALLED IN VERTICAL ORIENTATION, USING CONCENTRIC REDUCERS AND NECESSARY TRAPPING/DRIP LEGS.

# KEY NOTES
1. PROVIDE A MINIMUM OF 15” OF CLEARANCE FROM A WALL OR OTHER OBSTRUCTIONS FOR PROCESS PIPING.

STEAM METERING MECHANICAL
PIPING DETAIL

1 M1.01 SCALE: NO SCALE